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DRAINAGE KEY

PROPOSED PIPED ATTENUATION
TANK. POLYPIPE RIGISTORM OR
SIMILAR. VOLUME REQUIREMENTS AS
IDENTIFIED. AIR-VENT TO BE
PROVIDED AS SHOWN.

SIPHONIC STORM WATER OUTLETS

PROPOSED SLOT DRAIN - ACO
QMAX OR SIMILAR APPROVED WITH
SUMPED OUTLET/ACCESS UNIT AND
SLOTTED COVER
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SECONDARY SIPHONIC
STORM WATER OUTLETS

PROPOSED STORM WATER PETROL
SEPARATOR. TO BE SIZED FOR THE
DRAINING CATCHMENT AND IN
ACCORDANCE WITH RELEVANT EA
GUIDANCE

PROPOSED PRIVATE FOUL DRAINS.
100mm DRAIN AND 450mm INSPECTION
CHAMBER UNLESS OTHERWISE STATED.

PROPOSED PRIVATE STORM  DRAIN
MANHOLE. SIZES AS SHOWN.

EXISTING UU FOUL SEWER

EXISTING UU STORM SEWER

SLOT SLOT SLOT

PROPOSED LINEAR DRAIN - ACO
CHANNEL OR SIMILAR APPROVED
WITH SUMPED OUTLET/ACCESS UNIT
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PROPOSED RODDING EYE.RE
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GENERAL NOTES

1. THIS DRAWING SHOULD NOT BE REPRODUCED IN
WHOLE OR PART WITHOUT THE WRITTEN CONSENT
OF LINK ENGINEERING.

2. DO NOT SCALE FROM THIS DRAWING. UNITS ARE IN
METRES UNLESS OTHERWISE SPECIFIED.

3. THE CONTRACTOR IS TO CHECK ALL INFORMATION
PROVIDED PRIOR TO COMMENCING WORKS AND
SEEK CLARIFICATION FROM THE ENGINEER IN
RESPECT TO ANY AMBIGUITIES FOUND.

4. THIS DRAWING SHOULD BE READ IN CONJUNCTION
WITH ALL OTHER SCHEME SPECIFIC DRAWINGS.
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LP387 - KNOWSLEY HUB 50

PROPOSED DRAINAGE LAYOUT

1:250 JM CH P03
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R
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E-500

PROPOSED NEW SADDLE CONNECTION TO
600mm UNITED UTILITIES SEWER.
150mm IL - 42.08
CONTRACTOR TO COMPLETE S106
AGREEMENT PRIOR TO COMMENCING
WORKS ON SITE.

UP TO ~600mm FLOODING WITHIN DOCK
LEVELLERS AT CRITICAL 100 YEAR STORM
PLUS CLIMATE CHANGE, ~160m3. NO
FLOODING AT 30 YEAR STORM.

UP TO ~100mm FLOODING WITHIN CAR
PARK AREA AT CRITICAL 100 YEAR STORM

PLUS CLIMATE CHANGE, ~11.5m3. NO
FLOODING AT 30 YEAR STORM.

EXISTING FOUL SEWER, INVERT LEVEL NOT
INDICATED ON RECORDS, TO BE

CONFIRMED ON SITE.

EXISTING CAR PARK AND INFRASTRUCTURE
TO BE RETAINED UNCHANGED.

PROPOSED DISCHARGE RATES TO BE
RESTRICTED TO GREENFIELD Qbar RATE OF
4.82l/s, UP TO THE 100 YEAR STORM EVENT
PLUS 30% ALLOWANCE FOR CLIMATE CHANGE.
30% CLIMATE CHANGE ADDED TO 30 YEAR
RETURN PERIOD.
CLIMATE CHANGE ALLOWANCE BASED ON
CURRENT NPPF GUIDANCE FOR DEVELOPMENT
WITH LIFETIME OF UP TO 2100 (2070s EPOCH,
CENTRAL ALLOWANCE).
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